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1. SLOTTED PIPES TO SUBSOIL DRAINS TO BE MINIMUM 100mm DIAMETER: 4. INLET GRATES MAY BE DESIGNED TO COMPLIMENT A PARTICULAR STREETSCAPE OR PUBLIC
PVC PIPES AND FITTINGS FOR DRAIN, WASTE AND VENT APPLICATIONS, JOINT TYPE, ART THEME. DESIGNERS MUST CONSIDER PEDESTRIAN AND BICYCLE SAFETY AS WELL AS
SOLVENT WELDED, MINIMUM SEWER CLASS SN6 MANUFACTURED IN ACCORDANCE WITH HYDRAULIC EFFICIENCY AND MAINTANCE ACCESS.
AS1260.
—  FIBRE REINFORCED CONCRETE PIPE MINIMUM CLASS 1, MANUFACTURED TO AS4139. 5. CENTRE MEDIANS SHOULD BE ASSESSED FOR LIKELY PEDESTRIAN TRAFFIC AND IF
JOINT TYPE, RUBBER RING (SUPERTITE). NECESSARY, BOLLARDS OR SAFETY BARRIERS SHOULD BE INSTALLED AROUND RAISED
—  POLYOLEFIN PIPES MANUFACTURED IN ACCORDANCE WITH DRAFT A0308-2003- GRATES WHERE LANDSCAPED BUFFERS ARE NOT PROVIDED.
06—10 "POLYETHYLENE AND POLYPROPYLENE PIPES AND FITTINGS FOR DRAINAGE
AND SEWERAGE APPLICATIONS”. 6. CONCRETE N25 IN ACCORDANCE WITH AS1379 AND AS3600.
2. MINIMUM PIPE GRADES TO COMPLY GENERALLY WITH AS3500 — NATIONAL PLUMBING AND 7. DIMENSIONS IN MILLIMETRES (U.N.O.).
DRAINAGE CODE PART 3 STORMWATER DRAINAGE:
—  1.0% GRADE FOR PIPES <150 DIAMETER.
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